
. 
r FIREILIFE SAFETY INSPECTION REPORT 

Y 

C ADULTIJUVENILE DETENTION FACILITIES 
cLZa 

Facility: FACILITY TYPE: (check one) 
w d u l t  m axlmed security 

2487 OCT 2 3  A 11: rj2 
[I Adult minimum security 
[I Juvenile maxlmed security 
[I Juvenile minimum security 
[I Holding Cell(s) only 

40-50-44-0003-000-040-L 
STANISLAUS CO JAIL 
805 12TH ST . 
MODEST0 CA 95354 

An inspection of this facility was conducted per the mandate of Section 13146.1, California Health and Safety 
Code, and applicable requirements of Titles 19 and 24, California Code of Regulations. (Check rpproprfate box) 

[ ] No deficiencies affecting firellife safety were noted. Fire clearance is granted. . 
Minor deficiencies affecting firellife safety were noted and are pending correction. . 
Fire clearance granted 

[ 1 Fire clearance is withheld pending correction of deficiencies. (List of deficiencies is . 
attached). 

[ 1 Prisoners are no longer detained at this facility. 

The authority conducting the inspection shall submit copies of this report to the appropriate bodies listed 
below. When, firenife safety deficiencies are noted, e list of the deffclencies must accompany thkr repoft. 

Office of the State Flre Marshal 
Fire & Life Safety Division 
P.O. Box 944246 
Sacramento, CA 94244-2460 , 
FAX: (91 6) 324-3784 , 

Board of Corrections 
Facilities Standards & Operatlons Division 
600 Bercut Drive 
Sacramento, CA 9581 4 
FAX: (91 6) 327-331 7 

Official in  Charge of the Facility 

w Local Governing Body (i.e., Board-of Sypatvlsors, City Council, etc.) 

Date of Inspection: Inspected 
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The following is to be used onlv as a auide and is not intended to Include a11 
\ 

A. CONSTRUCTION Yes No NIA 
J-4' [ I  [I 1. Building construction type and fire resistive rating conform throughout 

and are maintained in good repair.' (19 CCR 3.24; CBC 308.2.2.2; 
CBC 324A.1; CBC 324A.2; CBC Table 6-A) 

2. Proper interior ceiling and floor finish ratings are provided. 
(CBC 324A.4, CBC Table 8B) 

[ I  [ I  xf 
3. Vertical shaft enclosures are in good repair and fire assemblies at 

openings are properly maintained. (CBC 71 1, Table 6A) 
[ I  r 1  tf 

B. EXITS 
4. Prop& corridor construction and opening protection are provided and 

maintained. Dead-end corridors do not exceed 20 feet in length. 
(CBC 1004 through 1006). Exit balconies do not exceed 50 feet. (CBC 332A.4) 

5. All means of egress are unobstructed and free of storage. (19 CCR 3.1 1) [ ] [ ] 
6. Means of egress and exit signs are installed, illuminated and maintained. 

(CBC 1003.2.8.2 through 1003.2.9.2; CBC 331 A.5) 
l.r' t l  [ I  

7. Corridors are not used as part of the air distribution system. '(CMC 602.1) Xf [ ] [ ] . 
8. Supervisory personnel are continually on duty and effective provisions are [ ] [ ] 

made to remove occupants in case of fire or other emergency. 
(Penal Code 6030[c]; CBC 1003.3.1.8 exception 3) 

C. MECHANICAUELECTRICAL 
9. Fire and smoke dampers and similar devices are adequate, properly 

installed, maintained and tested. (CMC 606.1 & 2; CBC 713.10,713.11) 
In/ r i  r i  

10. All heating, cooling and ventilation equipment is maintained satisfactorily. 
There are no visible defects. (CMC 109.2; 19 CCR 3.02) 

r i  [ I  
1 

I I Electrical wiring, fixtures and appliances are properly instelled and 
operated. (19 CCR 3.01 ; CBC 3.24) 

XJ [ I  [ I  

12. Emergency power is piwided for minimal lighting and firellife safety 
systems. (CBC 1003.2.9; CBC 328A) 

[ I  [ I  

P. HOUSEKEEPING 
13. Kitchen hoods, vents, ducts and filters are installed, adequate, are maintained 

. in proper condition and are free of grease. (I9 CCR 3.19.3.24; ' 

CMC 501 through 510) fib ics&t3 CB /h.\ t.cS k!+ 
14. All areas are free of unacceptable amounts of storage. (19 CCR 3.19) [ I  [ I  

E. FIRE EXTINGUISHINGIFIRE ALARM 
15. All portable fire extinguishers, automatic fire sprinkler systems, wet and dry [ ] [ ] 

standpipe systems are installed and maintained properly. ( I  9 CCR 3.24; 
I 9  CCR 3.29; 3.29A; NFPA 13) 

16. Manual and automatic fire alarm systems, when installed, shall be properly Jf [ ] [ 1 
installed and maintained. ( I9 CCR 3.24; CBC 330A; NFPA 72) 

17. The automatic fire alarm system is properly maintained. (1 9 CCR 3.24) u( [ I  [ I  

F. TRAININGIPREPLANNING 
18. At least one person is on duty who meets the training standards established [ 1 [ ] ' 

for general fire and life safety relating specifically to the facility. 
(Penal Code 6030[c]) 

19. Fire suppression preplanning inspections are conducted by the'local fire 
authority at least every two years. (Penal Code 6031 .I) 

W /  [I [ I  

Code references above are from the most recent SFM adopted codes. Note that code references for the CBC may 
be different for facilities constructed prior to the revislon of this form. 

Where any deficiency is identMed8 please provide specilic information regarding the deficiency type and location (e.g.. the 
fim e l m  in Building C indicated e trouble a l m  and must be repaired.) 



Annual Inspection ( ) MODEST0 FlRE DEPARTMENT 
P.O. BOX 642 

MODEST0 CA 95353 
101 0 I oth STREET STE 3200 

(209) 571 -5553 . , 

FlRE SAFETY NOTICE IpQp 
BUSINESS NAME: p DATE: 

ADDRESS: F ~ I  .5* !a 
?l!!!!2?/07 FMA: 

CONTACT PERSON: &A&% BUSINESS PH: 
The Modesto Fire Department, in accordance with the current California Fire Code (CFC), Modesto Municipal 
Code (MMC), and ~alifornia code of Regulations Title 19 (T19), requires compliance with the items marked below: 
1. ELECTRICAL 

................................... - a. CA extension cords I multiplug adapters shall not be used as a substitute for permanent wiring CFC 8506.1 18507 
................................................................................................................ - b. CE power strips shall not be improperly used CFC 8508.1 ..................................... - c. CD electrical cords shall not be affixed to structures or extend through walls or under doors or mats.. CFC 8506.1 

................................................ - d. CF electrical panels: maintain a minimum unobstructed access width of 30" and height of 78" CFC 8509.1 
..... - e. CB abatement of electrical hazards: when electrical hazards are identified, measures to abate such conditions shall be taken CFC 8504 

2. EXITING 
............................................................................................ - a. EH obstructions: exits and exit paths shall not be obstructed CFC 1203 ................................................................................... - b. EO exit doors and door hardware shall be properly maintained.. C C  1207.1 

............................................................................................ - c. EN lockingllatching devices: remove unapproved devices C C  1207.3 .......................................................................... - d. EM illunlination of exit sign(s) shall be internally or externally illuminated C C  1212.5 
................................................................. - e. EU emergency power equipment of exit signs and exit lights shall be maintained F C  121 1.2 

3. FIRE EXTINGUISHERS 
........................................................................................................... - a. AC service and tag annually and when discharged.. T I  575.1 

........................................................... - b. AF mount where readily available with top not higher than four (4) feet above floor MMC 3-1.108.2 
................................................................................................ - c. AB do not conceal, obstruct or impair fire extinguisher CFC 1001.7.3 ............................................................ - d. AP install extinguisher(s) with a minimum classification rating of TI9 567 

4. FlRE PROTECTION SYSTEMS AND FIRE ALARM SYSTEMS 
- a. BH maintenance of fire protection systems (such as fire sprinklers, hydrants, standpipe systems, fire alarm systems and smoke removal 

systems) in an operative condition at all times and replace or repair when defective ...................................................... CFC 1001 5.1 
........................................... - b. DZ inspection and testing of fire protection and fire alarm systems, maintain adequate records CFC 1001 5.2 

..... - c. BL operationlmaintenance of commercial kitchen hood systems shall be serviced every six months and after discharge CFC 1005.2.8 
.............................................................................................. - d. BI 5-year fire sprinkler maintenance service is past due T19 904a4 ......................................................................... - e. BN smoke detectors shall be added or batteries replaced as necessary.. CFC 1001.5.1 

5. BUILDING REPAIR 
.......... - a. DS remove door stops, obstructions, and alterations to fire doors, maintain fire assembly closing and latching devices.. CFC 11 1 1.2.2 

....................................................................................... - b. DO fire resistive construction shall be maintained at all times. CFC 11 1 1 .I 
..................................................................................... - c. DA buildings and equipment shall be maintained in good repair CFC 103.4.1.2 

6. HOUSEKEEPING AND GENERAL 
.................................................................................... - a. MM posting of room capacity is required near the main entrance CFC 2501.16.1 

.................................................................... - b. HE mechanical and equipment room(s): combustible storage not allowed CFC 1103.3.2.4 ........................................................ - c. BA below sprinklers: all storage shall be maintained at least 18" below sprinklers C C  1103.3.2.2 
.................................................. - d. HA below ceiling: all combustible storage shall be maintained at least 24" below ceiling CFC 1103.3.2.2 

........................................................................... - e. HH ignition sources: provide clearance away from combustible materials CFC 1109.2 .......................................................................... - f. ME use of combustible decorative material shall be flame resistant.. CFC 11 03.3.3.1 
............................................ - g. DK premises identification shall be placed where they are clearly visible and legible from street F 901.4.4 

- ............................................ h. HK maintain premises free from conditions that would contribute to life hazard or rapid spread of fire 9 3.19 
7. COMPRESSED GAS CYLINDER STORAGE 

............................................................ - a. DU securing compressed gas containers, cylinders, and tanks to prevent falling CFC 7401.6.4 
8. FLAMMABLE LIQUIDS I HAZARDOUS MATERIALS 

....................................... - a. DC storage amounts of flammable and combustible liquids shall not exceed allowable quantities C F  7902.5.7.1 
.......................................................... - b. ZG storage amounts of hazardous materials shall not exceed allowable quantities. CFC 8001.15.1 

9. PERMITS 
........................................................................................................ - a. Dl obtain a permit from Fire Prevention Bureau for: C 105.3 

- b. DQ obtain a permit from Building Inspection for' 
10. OTHER 

as- : 

b.- : 

ADDITIONAL COMMENTS AND I OR REQUIREMENTS ON PAGE TWO IF CHECKE 
At the time of this inspection no violations - were noticed. fd No- Refier to FPB 

/ A reinspection shall be made pn or after 7 d6 I 20 O 7 
Lc9nn Inspection Officer: 

(printed) 

Date corrections cleared: I 120 By: Page 1 of - 
0 1/27/06 White: PERMANENT FILE Yellow: BUSINESS 



Inspection ( ) 
Detail Page ( U  

MODEST0 FlRE DEPARTMENT 
P.O. BOX 642 

MODEST0 CA 95353 
101 0 I oth STREET STE 3200 

(209) 571 -5553 

FlRE SAFETY NOTICE 

BUSINESS NAME:. 

Code (MMC), and ~afifornia Code of Regulations Title 19 (Tlg), requires compliance with the items marked below: 
1. ELECTRICAL 

................................... - a. CA extension cords / multiplug adapters shall not be used as a substitute for permanent wiring CFC 8506.1 / 8507 
............................................................................................................... - b. CE power strips shall not be improperly used. CFC 8508.1 ....................................... - c. CD electrical cords shall not be affixed to structures or extend through walls or under doors or mats CFC 8506.1 

............................................ - d. CF electrical panels: maintain a minimum unobstructed access width of 30" and height of 78".. ..CFC 8509.1 
..... - e. CB abatement of electrical hazards: when electrical hazards are identified, measures to abate such conditions shall be taken CFC 8504 

2. EXITING 
............................................................................................ - a. EH obstructions: exits and exit paths shall not be obstructed.. C C  1203 ........................................................................................ - b. EO exit doors and door hardware shall be properly maintained CFC 1207.1 

- ............................................................................................... c. EN lockingllatching devices: remove unapproved devices CFC 1207.3 
- .......................................................................... d. EM illrrvination of exit sign(s) shall be internally or externally illuminated C C  1212.5 

................................................................. - e. EU emergency power equipment of exit signs and exit lights shall be maintained C F  121 1.2 
3. FlRE EXTINGUISHERS 

....................................................................................................... - a. AC service and tag annually and when discharged. 1 575.1 ......................................................... - b. AF mount where readily available with top not higher than four (4) feet above floor.. MMC 3-1.108.2 
- ........... ............................................................................... c. AB do not conceal, obstruct or impair fire extinguisher .. CFC 1001.7.3 

............................................................ - d. AP install extinguisher(s) with a minimum classification rating of Ti9 567 
4. FlRE PROTECTION SYSTEMS AND FlRE ALARM SYSTEMS 
- a. BH maintenance of fire protection systems (such as fire sprinklers, hydrants, standpipe systems, fire alarm systems and smoke removal 

systems) in an operative condition at all times and replace or repair when defective ...................................................... CFC 1001 5.1 
............................................ - b. DZ inspection and testing of fire protection and fire alarm systems, maintain adequate records CFC 1001.5.2 

..... - c. BL operationlmaintenance of commercial kitchen hood systems shall be serviced every six months and after discharge CFC 1005.2.8 
.............................................................................................. - d. BI 5-year fire sprinkler maintenance service is past due T19 904a4 

- ....... e. BN smoke detectors shall be added or batteries replaced as necessary.. 
5. BUILDING REPAIR 
- a. DS remove door stops, obstructions, and alterations to fire doors, maintain fire assembly 

.......................................... - b. DO fire resistive construction shall be maintained at all times 
- c. DA buildings and equipment shall be maintained in good repair .................................... 
6. HOUSEKEEPING AND GENERAL 
- ................................... a. MM posting of room capacity is required near the main entrance 
- ..................... b. HE mechanical and equipment room@): combustible storage not allowed 

............ - c. BA below sprinklers: all storage shall be maintained at least 18" below sprinklers.. 
..... - d. HA below ceiling: all combustible storage shall be maintained at least 24" belbw ceilin'g 

..... - e. HH ignition sources: provide clearance away from combustible materials.. 
- ............. f. ME use of combustible decorative material shall be flame resistant 

........ - g. DK premises identification shall be placed where they are clearly visible and I CFC 901.4.4 
.............. - h. HK maintain premises free from conditions that would contribute to life hazard T19 3.19 

7. COMPRESSED GAS CYLINDER STORAGE 
............... ............................. - a. DU securing compressed gas containers, cylinders, and tanks to prevent falling CFC 7401.6.4 

8. FLAMMABLE LIQUIDS I HAZARDOUS MATERIALS 
....................................... - a. DC storage amounts of flammable and combustible liquids shall not exceed allowable quantities C F  7902.5.7.1 

........................................................... - b. ZG storage amounts of hazardous materials shall not exceed allowable quantities CFC 8001.15.1 
9. PERMITS 

..................................................................................................... CFC 105.3 
..................................................... ...................... CFC 103.3.2.3 

ADDITIONAL COMMENTS AND I OR REQUIREMENTS ON PAGE TWO IF CHECKE 
At the time of this inspection no violations - were noticed. - 2Od No= Rekr to FPB 

/ A re-inspection shall be made pn or after 7 d h  1 20 0 7 
L(9/vf Inspection Officer: 

(printed) 1"' ,--Rgp'resentative's Signature 

I I 2 0  By: Date corrections cleared: Page 1 of - 
01/27/06 White: PERMANENT FILE Yellow: BUSINESS 



FIREILIFE SAFETY INSPECTION REPORT 
ADULTlJUVENlLE DETENTION FACILIWS 

MODEST0 FD d ! f , b g g  8~ ~ [ j p i  s Y IC,O!iS; 
I '3a9aSoF8 

Facility: 

43-50-45-0002-000 
STANISLAUS co JUVENILE HALL 
2215 BLUE GUM AVE 
MODESTO, CA 95351 

FACILITY TYPE: (check one) 
l$DlOCT23 []Adultmaxlmedsecurity 

[ ] Adult minimum security 

/C4a uvenile max/med security 
[ ] Juvenile minimum security 
[ ] Holding Cell(s) only 

An inspection of this facility was conducted per the mandate of Section 13146.1, California Health and Safety 
Code, and applicable requirements of Titles 19 and 24, California Code of Regulations. (Check appropriate box) 

[ 1 No deficiencies affecting firellife safety were noted. Fire clearance is granted. 

Minor deficiencies affecting firellife safety were noted and are pending correction. 
Fire clearance granted 

[ 1 Fire clearance is withheld pending correction of deficiencies. (List of deficiencies is * 

attached). 

[ 1 Prisoners are no longer detained at this facility. 

The authority conducting the inspection shall submit copies of this report to the appropriate bodies listed 
below. Where firelife safety deficiencies are noted, a list of the deficiencies must accompany this report. 

. Office of the State Fire Marshal , - Building Safety Program 
l P.O. Box 944246 

Sacramento, CA 94244-2460 

Board of Corrections 
Facilities Standards & Operations Division 

' 600 Bercut Drive 
Sacramento, CA 9581 4 

= Officls! In Cbsrge cf the Fecl!ity 

& Local Governing Body (i.e., Board of Supervisors, City Couqcil, etc.) 
/-- 

Date of Inspection: 

Fire Authority: 



' f z G Z 1  
D&ail Page 

DESTO FlRE DEPARTM 
P.O. BOX 642 I.  

MODEST0 CA 95353 
I01 0 l o *  STREET STE 3200 

(209) 571 -5553 

FlRE SAFETY NOTICE 

ENT 

DATE: 

ADDRESS: ' i~ A- suite: 

-rk2L;/ M A :  

OC . CLA S: OCC. NO: - 
CONTACT PERSON: BUSINESS PH: 24-HR PH: 
The Modesto Fire Department, in accordance with the current California Fire Code (CFC), Modesto Municipal 
Code (MMC), and ~aiifornia Code of Regulations Title I 9  (Tlg), requires compliance with the Items marked below: 
1. ELECTRICAL 

................................... - a. CA extension cords 1 multiplug adapters shall not be used as a substitute for permanent wiring CFC 8506.1 18507 ................................................................................................................ - b. CE power strips shall not be improperly used C 8508.1 ....................................... - c. CD electrical cords shall not be affixed to structures or extend through walls or under doors or mats CFC 8506.1 
............................................. - d. CF electrical panels: maintain a minimum unobstructed access width of 30" and height of 78"... CFC 8509.1 

..... - e. CB abatement of electrical hazards: when electrical hazards are identified, measures to abate such conditions shall be taken CFC 8504 
2. EXITING ............................................................................................ - a. EH obstructions: exits and exit paths shall not be obstructed C C  1203 ........................................................................................ - b. EO exit doors and door hardware shall be properly maintained CFC 1207.1 

c. EN lockingllatching devices: remove unapproved devices ................................................. ..... .s... ............................... 1207.3 
. .......................................... P d. EM illumlnation of exit sign(s) shall be internally or externally iilumina ted... .~&t$~~kr....~&'kk CFC 1212.5 

................................................................. e. EU emergency power equipment of exit signs and exit lights shall be maintained CFC 121 1.2 
3. FlRE EXTINGUISHERS ............................................................................................................. - a. AC sewice and tag annually and when discharged TI9 575.1 ........................................................... - b. AF mount where readily available with top not higher than four (4) feet above floor MMC 3-1.108.2 
- ............. ............................................................................. c. AB do not conceal, obstruct or impair fire extinguisher .. CFC 1001.7.3 

d. AP install - extinguisher(s) with 1 minimum classification rating of ........................................................... TI9 567 
FIRE PROTECTION SYSTEMS AND FIRE ALARM SYSTEMS [m,f r;e #d /lr)S u&U"*ncq 

s n pipe s s ms a. BH maintenance of fin protection systems (such as fire sprink rs, hydnn&%* 
systems) in an operative condition at ail times and replace or repair when defective ... &%. . .:&l.pa a ~ ~ ~ ~ ~ ! 5 .  1 

- b. DZ inspection and testing of fire protection and fire alarm systems, maintain adequate records ........................................... CFC 1001.5.2 ..... - c. EL operatlon/maintenance of commercial kitchen hood systems shall be serviced every six months and after discharge CFC 1005.2.8 
.............................................................................................. - d. 61 Soyear fire sprinkler maintenance service is past due T19 904a4 ......................................................................... - e. BN smoke detectors shall be added or batteries replaced as necessary.. CFC 1001.5.1 

5. BUILDING REPAIR 
......... - a. DS remove door stops, obstructions, and alterations to fire doors, maintain fire assembly dosing and latching devices... CFC 11 1 1.2.2 

......................................................... .................... - b. DO fire resistive construction shall be maintained at all times .... CFC 11 1 1 .I 
..................................................................................... - c. DA buildings and equipment shall be maintained in good repair CFC 103.4.1.2 

6. HOUSEKEEPING AND GENERAL 
.................................................................................. - a. MM posting of room capacity is required near the main entrance CFC 2501.16.1 

.................................................................... - b. HE mechanical and equipment room($): combustible storage not allowed CFC 1103.3.2.4 
............................... .... .......... - c. BA below sprinklers: all storage shall be maintained at least 18" below sprinklers s.. ... CFC 11 03.3.2.2 .................................................... - d. HA below ceiling: all combustible storage shall be maintained at least 24" b e l h  ~eilitig C F  1103.3.2.2 

........................................................................... - e. HH ignition sources: provide clearance away from combustible materials C F  1109.2 
......................................................................... - f. ME use of combustible decorative material shall be flame resistant.. CFC 11 03.3.3,1 

............................................ - g. DK premises Identification shall be placed where they are dearly visible and legible from street CFC 901.4.4 
............................................ - h. HK maintain premises free from conditions that would contribute to life hazard or rapid spread of fire TI9 3.19 

7. COMPRESSED GAS CYLINDER STORAGE 
............................................................ - a. DU securing compressed gas containers, cylinders, and tanks to prevent falllng CFC 7401.6.4 

8. FLAMMABLE LIQUIDS 1 HAZARDOUS MATERIALS 
....................................... - a. DC storage amounts of flammable and combustible liquids shall not exceed a l l k b l e  quantities CFC 7902.5.7.1 

......................................................... - b. ZG storage amounts of hazardous materials shall not exceed allowable quantities.. CFC 8001 -1 5.1 
9. PERMITS 

........................................................................................................ - a. Dl obtain a permit from Fire Prevention Bureau for: C 105.3 ......................................................................................................... - b. DQ obtain a permit from Building inspection for: CFC 103.3.2.3 
10. OTHER 

: 

b-- : 

/- A $LjW 9 FEE WILL BE CHARGED FOR THE 3RD AND ALL SUBSECIUENT INSPECTIONS 
I A+- 

ADDITION-AND I OR REQUIREMENTS ON PAGE 
- A t  the time of this inspection no violations were noticed. 

A re-inspection shall be made on or after JT 1 2 a  

Inspection Officer: k k 4 -  Phone: 
(printed) 

Date corrections cleared: I I20  By: Page 1 of - 
0 1/27/06 White: PERMANENT FILE Yellow: BUSlNESS 



MODEST0 FlRE DEPARTMENT 
P.O. BOX 642 

9 . MODESTO, CA @a53  
I010 lom STREET STE 3200 

(209) 57 1 6553 

FlRE SA ETY NOTICE 
page 2 o t z  

99~. '1 o c  8 
Business Name: 

r 

Business Address: s. v 8 1.5 T ? h W -  &vL, Suite: 

Occ. No: 

Item Violation 
Number: Code:' Further Explanation From Previous Page or Additional Violation(s): 






